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Abstract 

In the paper are analyzed the operating modes of the 6-35 kV networks with the 

compensated neutral (treated by the compensation coil), combined (treated by the 

compensation coil and resistor) and resistive. They are determined quasi-stationary 

overvoltages for different modes of treating the neutral. 
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